SO Y TE TINH BEN TRE CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Déc lip - Tu do - Hanh phiic

S6: 627/KSBT-XN

Mii 56 miu : 596.23 : ] ) ) )
Neay . 22082023 |PHIEU KET QUA THU NGHIEM

VLAT 1.229
ISO/EC 17025:2017

Tén khach hang - Cong ty ¢b phin cip nudce sinh hoat Chau Thanh
Pia chi : 4p Thanh Huyu (thira dét s& 10, to ban d6 s6 8), x4 Tam Phuée, huyén
Chau Thanh, tinh Bén Tre.
Tén mau : NUOC PA XU LY
Ngay lay miu - 16/08/2023
Pia diém 14y méu : Nha may nuéc An Hod
Luong mau : 01 binh x 01 lit + 01 chai x 500 ml
Ngay nhdn mau : 16/08/2023
Thoi gian thir nghiém : 16/08 —22/08/2023
: . KbBD
Stt - Chi tiéu, don vi Phwong phiap thit | Tiéu chuan Két qua b %)
’ TCVN 6187-1: 2019 KPH
1 | Coliform CFU/100ml @y <3 LOD=1CFU/100m] /
g : TCVN 6187-1: 2019 KPH
2 | Escherichia coli CFU/100ml (a) <1 LOD=1CFU/100m] /
Wb SMEWW 2120C 2017 KPH
3 | Mau sac (TCU) TCU| @) 15 MLOD=250TCU /
5 N i i Khong cb mui, Khong cO mui, /
vila vila
5 | Do duc N MR (1;30]3 el BN <0,50 /
6 |pH gt 6?,32 Bl I 7,43 /
7 | Chlor du tu do mg/l Mcolortest 0,2-1,0 0,6 /

Nhin xét: Mau nudc da xit Iy ¢ cac chi tiéu duge thir nghiém dat ti€u chuén theo QCPP
01:2022/BTr (Quy chuén k¥ thuat dia phuong vé chét luong nudce sach sit dung cho
muc dich sinh hoat trén dja ban tinh Bén Tre) do Uy ban nhén dan tinh Bén Tre ban
hanh.

- MLOD: Ngudng phat hién ciia phuong phap/The Method Limit of Detection.

- MLOQ: Ngudng dinh lugng cia phuong phap/The Method Limit of Quantification.
(*) : Thong tin do khach hang cung cp

(**) : D khong dam bao do mé réng, mirc tin cdy 95%, hé s6 phit k=2.

BM.05.3 D/c: s6 230 Nguyén Vin Tu, phuong 7, TP Bén Tre, tinh Bén Tre Trang;: 1/2
@ (0275) 3822 353 — Fax: (0275) 3825 834



M s6 méu : 596.23

Ghi chi: _
- Méu 16ng khong mau, dung trong 01 chai thiy tinh 500ml va 01 binh nhya 01 lit c6 ddy nép kin.
- Két qua: KPH: khong phat hién;

- (a) Phép thir da dugc cong nhén phu hop theo ISO/IEC 17025:2017 va ducrc Téng cuc Tidu chuin Po ludng
dinh theo Nghi dinh 6 107/2016/ND-CP. o

TRUONG KHOA

Phan Thap Huy

- Céc két qua thir nghiém ghi trong phidu nay chi cé gia tri d6i véi mau do khach hang giri dén.
- MLOD: Ngu&ng phat hién ctia phuong phap/The Method Limit of Detection.

- MLOQ: Nguéng dinh lugng cia phuong phédp/The Method Limit of Quantification.

(*) : Thong tin do khach hang cung cp

(**) : Do khong dam bao do mé réng, muc tin cdy 95%, hé s6 ph k=2.

BM.05.3 BJc: s6 230 Nguyén Vian Tu, phuong 7, TP Bén Tre, tinh Bén Tre
& (0275) 3822 353 — Fax: (0275) 3825 834

Trang: 2/2



SO Y TE TINH BEN TRE CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Déc lip - T do - Hanh phiic

Sé: 628/KSBT-XN

Ma s6 miu : 597.23

Ngay - 220082023 [PHIEU KET QUA THU NGHIE
VLAT 1.229
ISONEC 17025:2017
Tén khach hang : Cong ty c¢b phan cip nude sinh hoat Chéu Thanh
Dia chi : 4p Thanh Hyu (thira d4t s 10, to ban dd sb 8), xa Tam Phudc, huyén
Chéu Thanh, tinh Bén Tre.
Tén mau ) : NUOC PA XU LY
Ngay ldy mau - 16/08/2023
Dia diém 14y mau : Nha may nudc An Phude
Luong mau : 01 binh x 01 lit + 01 chai x 500 ml
Ngay nhén mau : 16/08/2023
Thoi gian thir nghiém : 16/08 —22/08/2023
' : : : PKDBD
Stt - Chi tiéu, don vi Phwong phap thit | Tiéu chuin Ket qua (**)B
, TCVN 6187-1: 2019 KPH
1 | Coliform CFU/100ml @) <3 LOD=1CFU/100ml ;
T . TCVN 6187-1: 2019 KPH
2 | Escherichia coli CFU/100ml| (a) <1 [ OD=1CFU/00m /
2 i SMEWW 2120C 2017 KPH
3 | Mau sic (TCU) TCU @) 15 MLOD=250TCU /
4 | Mui, vi Cam quan Khong i Khong S /
vila vila
5 | D§ duc g PMEN W (2&;30]3 007 29 <0.50 /
6 |pH TCVN 6?;))2 —2011 6.0—8.5 7.42 /

7 | Chlor du ty do ~mg/l  Mcolortest 0,2-1,0 0,2 /

Nhén xét: MAu nuéc da xir 1y ¢ cac chi tiéu dugc thir ‘nghéém dat tiéu chudn theo QCDP
01:2022/BTr (Quy chuan k¥ thuat dia phu’cng vé chat lugng nude sach sir dung cho
muc dich sinh hoat trén dia ban tinh Bén Tre) do Uy ban nhan dan tinh Bén Tre ban
hanh. :

- MLOD: Ngu®ng phét hién ciia phuwong phap/The Method Limit of Detection.

- MLOQ: Ngudng dinh lugng ctia phuong phéap/The Method Limit of Quantification.
(*) : Thong tin do khach hang cung cap

(**) : D9 khong dam bao do mé rong, muic tin cdy 95%, hé s6 phu k=2.

BM.05.3 P/c: sb 230 Nguyén Vin Tu, phutng 7, TP Bén Tre, tinh Bén Tre Trang: 1/2
& (0275) 3822 353 — Fax: (0275) 3825 834



Ma sé miu : 597.23
Ghi chi:

- Méu I6ng khéng mau, dung trong 01 chai thiy tinh 500ml va 01 binh nhua 01 it ¢6 ddy nip kin.
- Két qua: KPH: khong phat hién;

- (a) Phép thir da duge cong nhdn phu hgp theo ISO/IEC 17025:2017 va du’oc Téng cyc Tiéu chudn Do ludng €
dinh theo Nghi dinh s6 107/2016/ND-CP.

TRUONG KHOA

|

Phan Thap Huy

lugng chi

- Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia tri déi véi miu do khach hang giri dén.
- MLOD: Ngu&ng phét hién ctia phwong phap/The Method Limit of Detection.

- MLOQ: Ngudng dinh lugng cta phuong phap/The Method Limit of Quantification.

(*) : Thong tin do khich hang cung cap

(**) : D6 khong dam bao do mé rong, muic tin cdy 95%, hé sb phit k=2.

BM.05.3 D/c: s6 230 Nguyén Vin Tu, phudng 7, TP Bén Tre, tinh Bén Tre
@& (0275) 3822 353 — Fax: (0275) 3825 834

Trang: 2/2



SO Y TE TINH BEN TRE
TRUNG TAM KIEM SOAT BENH TAT

S6: 629/KSBT-XN

CONG HOA XA HQI CHU NGHIA VIET NAM
Déc lip - Tw do - Hanh phiic

fa b :‘Q\\\@?”"y
Ma 56 mébu : 598.23 _ ) %
Ngay : 22/082023 |PHIEU KET QUA THU NGHIEM > 723 AOSC

- J RO
VLAT 4.228
ISO/NEC 17025:2017
Tén khéch hang ) : Cong ty ¢b phan cAp nude sinh hoat Chau Thanh
Pia chi : 4p Thanh Huru (thira d4t s 10, to ban db sb 8), xd Tam Phuée, huyén
Chau Thanh, tinh Bén Tre.

Tén méu ) : NUOGC PA XU LY
Ngay 1y mau : 16/08/2023

Dia diém ldy mau

Luong miu

Ngay nhan miu

Thoi gian thtr nghi€ém

: Nha may nuée Thi trin
: 01 binh x 01 lit + 01 chai x 500 ml
: 16/08/2023
: 16/08 — 22/08/2023

: : 5 2 DPKBBD
Stt -Chi tiéu, don vi Phwong phap thiv | Tiéu chuin Keét qua *)
! TCVN 6187-1: 2019 KPH
1 | Coliform CFU/100ml @ <3 LOD=1CFU/100ml /
o : TCVN 6187-1: 2019 KPH
2 | Escherichia coli CFU/100ml (a) <1 LOD=1CFU/100m] /
Y. SMEWW 2120C 2017 KPH
3 | Mau sac (TCU) TCU @) 15 MLOD=2.50TCU /
4 | Mi,vi ikt g Khong ¢O mui, Khong cd mu, /
vila vila
5 | D6 dye e B b (253303 W 29 <0,50 /
6 |pH TR T | 60-85 7,35 /
7 | Chlor du tu do mg/l Mcolortest 0,2-1,0 0,2 /

Nhan xét: Mau nuéc di xi ly ¢ cac chi tiéu duge thir ;nghiém dat tiéu chuin theo QCDP
01:2022/BTr (Quy chuan ky thudt dia phwong vé chat luong nude sach st dung cho
muc dich sinh hoat trén dia ban tinh Bén Tre) do Uy ban nhén dén tinh Bén Tre ban

hanh.

- MLOD: Ngudng phat hién cuia phuong phap/The Method Limit of Detection.

- MLOQ: Nguding dinh lwong ctia phwong phap/The Method Limit of Quantification.
(*) : Théng tin do khich hang cung cép
(**) : D6 khong dam bao do md rong, mure tin cdy 95%, hé s6 phi k=2.

BM.05.3

DJc: 56 230 Nguyén Van Tu, phuong 7, TP Bén Tre, tinh Bén Tre
@ (0275) 3822 353 — Fax: (0275) 3825 834

Trang: 1/2



Ma 56 méu : 598.23

Ghi chu:
- MAu long khong mau, dung trong 01 chai thity tinh 500ml va 01 binh nhya 01 lit cé day nép kin. \
- Két qua: KPH: khéng phat hién;

- (a) Phep thtr dd dugc cdng nhén phu hop theo ISO/IEC 17025:2017 va c‘Iuorc Téng cyuc Tiéu chuin Po ludong Chét lugng chi
dinh theo Nghi dinh sb 107/2016/ND-CP.

TRUONG KHOA

il

Phan Thip Huy

- Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gié tri dbi voi miu do khach hang giri dén.
- MLOD: Ngu&ng phat hién ctia phuong phap/The Method Limit of Detection.

- MLOQ: Ngudng dinh luong ciia phuong phip/The Method Limit of Quantification.

(*) : Théng tin do khach hang cung cip

(**) : D3 khéng dam bao do mé& réng, mirc tin cdy 95%, hé ) pht k=2.

BM.05.3 B/e: 6 230 Nguyén Vin Tu, phudng 7, TP Bén Tre, tinh Bén Tre Trang: 2/2
B (0275) 3822 353 — Fax: (0275) 3825 834




SO Y TE TINH BEN TRE CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Déc lap - Tw do - Hanh phiic

Sé: 630/KSBT-XN

r -~ \Q\\\ti‘{'}/&?}
Ma s6 mau : 599.23 ) ) M‘" o
Ngdy . 220082023 |PHIEU KET QUA THU NGHIE N AOSC
therlie \"'
VLAT 1.228
ISO/NEC 17025:2017
Tén khach hang . Cong ty cb phéan cip nudc sinh hoat Chau Thanh
Pia chi @  4p Thanh Hyu (thira dét s6 10, to ban d s6 8), x& Tam Phude, huyén
Chau Thanh, tinh Bén Tre.
Tén méu & : NUOC PA XU LY
Ngay lay mau : 16/08/2023
Dia diém ldy mau : Nha may nudc An Hiép
Lugng miu : 01 binh x 01 lit + 01 chai x 500 ml
Ngay nhin mau : 16/08/2023
Thoi gian thir nghiém : 16/08 — 22/08/2023
' ) . e eac? X . T PKDBD
Stt - Chi tiéu, don vi Phwong phap thit | Tiéu chuin Két qua )
. TCVN 6187-1: 2019 KPH
1 | Coliform CFU/100ml| (@) <3 LOD=1CFU/100ml /
=i TCVN 6187-1: 2019 KPH
2 | Escherichia coli CFU/100ml (@) < LOD=1CFU/100m] /
8 oo SMEWW 2120C 2017 KPH
3 | Mau sac (TCU) TCU| (a) 13 MLOD=250TCU /
4 | Mid, vi €%im g Khong.co mui, Khong ¢O mu, /
vila vila
5 | Dg duc R P (1;3013 UL <0,50 /
6 |pH TN T | a8 7,44 /
7 | Chlor du tu do mg/l Mcolortest 0,2-1,0 0,2 /

Nhin xét: Mau nudc dd xur ly €6 cac chi tiéu dugc thir ‘nghiém dat tiéu chuin theo QCDP
01:2022/BTr (Quy chuédn k¥ thuat dia phuong vé chit luong nuéce sach st dung cho
muc dich sinh hoat trén dia ban tinh Bén Tre) do Uy ban nhan dén tinh Bén Tre ban
hanh.

- MLOD: Ngutng phat hién ctia phuong phap/The Method Limit of Detection.

- MLOQ: Ngudng dinh lugng cta phuong phép/The Method Limit of Quantification.
(*) : Thong tin do khach hang cung cap
(**) : D6 khong dam bao do mé rong, miic tin cdy 95%, hé s phi k=2.

BM.05.3 D/c: s6 230 Nguyén Vin Tu, phudng 7, TP Bén Tre, tinh Bén Tre Trang: 1/2
& (0275) 3822 353 — Fax: (0275) 3825 834



Ma s6 méu : 599.23

|
Ghi chu: ;
- Méu léng khéng mau, dung trong 01 chai thity tinh 500ml va 01 binh nhuya 01 lit ¢ day nép kin. '
- Két qua: KPH: khéng phat hién; .

- () Phép thir da duoc cong nhan phi hop theo ISO/IEC 17025:2017 va duoc Tong cuc Tiéu chudn Do luong Chat luong chi
dinh theo Nghi dinh s6 107/2016/ND-CP

TRUONG KHOA

=

Phan Thap Huy

- Céc két qué thir nghigm ghi trong phiu ndy chi c6 gid tri d6i véi mAu do khach hang gui dén.
- MLOD: Ngu@ng phat hién cia phuong phéap/The Method Limit of Detection.

- MLOQ: Ngudng dinh luong ciia phuong phap/The Method Limit of Quantification.

(*) : Théng tin do khach hang cung cip

(**) : D6 khéng dam bao do mé réng, muc tin cdy 95%, hé sb phu k=2.

BM.05.3 B/c: 56 230 Nguyén Van Tu, phuong 7, TP Bén Tre, tinh Bén Tre Trang: 2/2
B (0275) 3822 353 — Fax: (0275) 3825 834






